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Executive Summary
The Stockton house retrofit is a two-story Tudor style single-family home located in Stockton, California. Although classified as a hot-dry climate region, Stockton generally has relatively mild summers due to its proximity to the San Joaquin Delta that brings in cool night-time breezes from the San Francisco Bay Area. The homeowners completed a whole-house energy retrofit under a Stockton area Large-Scale Retrofit Program administered by the Alliance for Residential Building Innovation (ARBI). The implemented retrofit package included:
• Heating, ventilation, and air conditioning, water heater, and window replacements
• Duct sealing
• Adding attic and floor insulation
• Envelope sealing
• Domestic hot water pipe insulation
• Compact fluorescent lamp replacements
• Mechanical ventilation upgrades.
The objective of this work is to expand the level of understanding of whole-house retrofit impacts in climates where lighting and miscellaneous electric loads represent a large fraction of annual energy consumption. In many climates with high space conditioning loads, whole-house retrofits can demonstrate significant operating cost savings and favorable economics through the reduction of space conditioning energy consumption. In milder climates, similar to that of Stockton, whole-house retrofits represent an opportunity to evaluate overall performance and cost-effectiveness, and to develop findings that will assist future efforts. This information is important for the home energy retrofit industry as it gains a better understanding of cost and performance tradeoffs in a range of applications and climates.
Source energy savings (normalized to a Typical Meteorological Year's weather data, TMY3) with the whole-house retrofit were estimated at 23% compared to the pre-retrofit case, or 15 percentage points higher than the projected 8% savings identified for the basic package of measures typically implemented in the Large-Scale Retrofit Program project 1 . Projected (TMY3) annual energy savings totaling 1,377 kWh and 295 therms/year were largely a result of the water heater upgrade and reduced furnace heating consumption (improved furnace efficiency and load reduction benefits due to envelope sealing, added insulation, and duct sealing). Savings were considerably lower than the 47% savings identified with BEopt modeling, primarily due to very low cooling energy usage and much higher than typical miscellaneous electric loads (representing 40% of annual source energy in the Stockton house). The economics could not generate a favorable cash flow for the standard package of measures due to high financed costs and lower than typical heating, ventilation, and air conditioning system operation. This whole-xi house retrofit package promised additional utility savings, but could not bridge the gap of cost effectiveness.
Despite the lower than expected savings, the homeowner expressed a high degree of satisfaction with the retrofit and the improved comfort. The project highlighted the complexities that occur in implementing projects that go beyond the simple envelope/duct sealing and attic insulation steps. The more complicated whole-house retrofits must integrate homeowner priorities, as well as deal with more costly implementation issues. In this specific case, a window retrofit was a high priority for the homeowner, despite the $11,000 cost and poor economics. Mild climate wholehouse retrofits are challenged by reduced paybacks for many measures. Learning how to maximize the cost effectiveness of whole-house energy retrofits and developing a viable approach to addressing miscellaneous energy use are key needs for developing effective retrofit strategies.
Introduction
Background
The Stockton (California) House retrofit is part of The Energy Challenge in Stockton project. This pilot project is administered by Davis Energy Group (DEG) and funded by the California Energy Commission and the Alliance for Residential Building Innovation (ARBI) team for Building America. The Large-Scale Retrofit Program pilot project primary objective is to increase energy efficiency in the residential sector through improved uptake of whole-house Home Energy Upgrades (HEUs). The Energy Challenge aims to develop a market for energy efficiency retrofits through consumer outreach and education, identification of market efficiencies, and promotion of HEUs in the marketplace. The pilot uses a deemed cost-effective Standard Package of energy efficiency measures consisting of the following:
• R-49 attic insulation The Standard Package is designed to meet annual site energy savings of 25% and cost participants $9,456 ($6,706 after rebates and incentives). A comprehensive "whole-house" retrofit would include additional measures (e.g., heating, ventilation, and air conditioning [HVAC] equipment replacement and/or window replacement), generating additional energy savings and thermal comfort, but at a higher cost and tailored to the individual home. Although the Energy Challenge in Stockton has successfully marketed Standard Package HEUs with more than 165 retrofits completed to date, the Stockton House whole-house retrofit project is one of the few HEUs implemented that includes additional energy efficiency measures. Thus, the Stockton House offers a unique opportunity to study and document the energy performance and cost effectiveness of the more complicated retrofit savings, as well as gauge occupant satisfaction. Results can inform program design and marketing activities, including efforts to develop more effective incentives to homeowners participating in the HEU process. Previous research has identified early adopters as an important tool in encouraging broader implementation of retrofit programs within a neighborhood (Berman et al. 2012 ).
For the Stockton House whole-house retrofit project, homeowner dissatisfaction with existing energy bills and overall comfort were key motivators for pursuing the whole-house retrofit. The link between energy efficiency, increased occupant satisfaction, and enhanced home resale price is a potentially powerful marketing tool that is just beginning to gain recognition (Kok and Kahn 2012) . Identifying cost-optimized climate appropriate packages through detailed modeling (Fairey and Parker 2012 ) is a valuable step in the evolution of the HEU industry, but the implementation and documentation of projects such as this are also needed to develop case studies that inform stakeholders and the broader public on how implementation may be impacted by site constraints, homeowner input, and available financial resources.
Research Questions
The following research questions were explored in this study:
1. Are there measured savings and homeowner comfort benefits resulting from whole-house retrofits that may motivate homeowners to invest more in whole-house retrofits as opposed to more standard upgrades?
2. What energy upgrade strategies are most effective (in terms of cost and energy savings) in whole-house retrofit projects?
The study used a combination of pre-and post-retrofit energy simulations to predict energy savings, monitoring of site energy use to document end use performance, and an assessment of homeowner feedback to determine qualitative response to the retrofit activities. The 2,152-ft 2 home was originally built in 1939 and is currently occupied by an adult couple. The house has a combined raised floor and partial basement foundation. Table 1 summarizes the pre-retrofit conditions and the energy efficiency improvements implemented as part of the whole-house retrofit. 
Retrofit Measure Options and Details
The Stockton House retrofit opportunity was identified and executed by Building America Partner Green Home Solutions by Grupe (GHS). Construction work was completed early fall 2011. Cost data provided by GHS indicated total upgrade costs of $38,000. Table 2 summarizes the installed retrofit measures and their associated costs. The incremental cost for the new HVAC system reflects the cost difference between a federal minimum efficiency unit and the selected high efficiency unit since the equipment had reached the end of its useful life. During the initial consultation and planning stages, an energy simulation model was completed using BEopt v1.1 (later updated to BEopt v1.2) to analyze the potential measures. The homeowner provided a maximum budget for the retrofit. The owner also requested that no modifications be made to the existing lath-and-plaster walls or the exterior stucco finish, which ruled out the additional wall insulation that would have made a deeper impact on savings. The existing HVAC system needed routine replacement and the identified replacement for the project was a two-speed 95% AFUE furnace and a 16 SEER/12 EER air conditioning unit, exceeding the code-compliant system nominal performance of 80% AFUE and 13 SEER. Figure 2 shows the least cost curve generated through the BEopt optimization process based on the costs presented in Table 2 . The post-retrofit efficiency package is reflected by the red mark on the chart and it can be seen that this package is above the least cost curve. Note that around 50% savings, the slope of the curve steepens substantially indicating that further efficiency improvements will only be achieved at a high cost. A point along the least cost curve which achieves similar savings as the proposed package (47%) differs from the proposed package in the following areas:
• R-13 wall insulation
• No additional attic insulation
• No window upgrade
• No duct upgrade.
The contractor's costs for attic and floor insulation and duct sealing/insulating were substantially higher than what has been observed from other contractors in California. Case studies have demonstrated that these measures, particularly ductwork and attic insulation, are accepted as cost-effective components of retrofits in hot-dry climates (PNNL 2009a (PNNL , 2009b DOE 2010a DOE , 2010b . Window upgrades in single-family homes are rarely deemed cost effective from a purely energy savings perspective, especially in milder climates. However, there are other motivations for replacing windows, primarily from an occupant comfort perspective. As noted above, adding wall insulation was not an option in this project. Using the BEopt model, the final set of recommended measures was optimized given the project constraints. The following lists detailed information for many of the selected retrofit measures and discusses their tradeoffs as appropriate.
• Raised floor insulation: The raised floor was insulated with R-19 fiberglass batt insulation using wire hangers installed at 18-in. intervals. Care was taken to prevent restriction of the crawlspace vents to maintain proper crawlspace airflow and avoid potential crawlspace moisture problems. A vapor barrier was not installed on the existing dirt floor due to the dry climate and low soil moisture content.
• Windows: The existing windows were single-pane metal windows with an assumed Uvalue of 1.28 and an SHGC of 0.80. Based on homeowner feedback, the windows provided unacceptable performance and were therefore a high priority retrofit opportunity. The proposed windows have a U-value of 0.30 and an SHGC of 0.30, and are anticipated to contribute to the improved occupant comfort through reduced radiant heat transfer, noise reduction, and reduced drafts from both induced sources and direct air leakage. Window replacement also reduces the detrimental effects from condensation common with single pane, aluminum frame windows. In addition to the energy and comfort benefits associated with window replacement, there are also home and resale value benefits for the homeowner.
• Envelope sealing: During a blower door test, air leakage in the existing building was estimated to be above average at 21.2 ACH50. 4 DEG completed an inspection while the blower door was active and traced a large amount of envelope leakage to the basement door seals, upstairs storage space access doors to knee walls, openings to the crawlspace under the kitchen sink, and gaps at the stairs directly over the unconditioned basement. The measured post-retrofit air leakage at test out was 8.2 ACH50.
• HVAC: Although the existing HVAC system was 45 years old, it was well maintained and found to be in reasonably good condition. Based on equipment age, however, replacement was recommended. The upgraded system is a high efficiency (95% AFUE) two-stage furnace, coupled with a 16 SEER/12 EER condensing unit. GHS completed heating and cooling equipment sizing using Recurve software, 5 which utilizes a sizing methodology equivalent to ACCA Manual J (ACCA 2006) . Ducts are located in the crawlspace, in interstitial wall spaces between the first and second floors, and in the attic. Ducts in the crawlspace and attic spaces were upgraded with R-8 flex duct and inaccessible ducts located in interstitial spaces were not altered.
• Water heating: The existing water heater is located in the partial basement and was installed in 1998. The upgraded water heating system is a high efficiency (96 EF) condensing tankless model that was installed on the exterior of the house. A demand recirculation pump with push button control was installed due to the long pipe run (and hot water wait times) to the first floor bathroom with the existing distribution system. The first floor bathroom was added after the house was built and modifying the existing hot water distribution system was deemed to be too expensive.
• Lighting: While the house already had been upgraded to 100% CFL screw-in lights over time, the contractor still recommended to change out all bulbs, as is included in its standard retrofit package.
Preliminary Savings Estimations
Energy simulations were performed using BEopt v1.2 to estimate energy savings of the house using the Building America House Simulation Protocols for existing buildings. The pre-retrofit energy use was estimated using existing building conditions and post-retrofit energy use was estimated by applying proposed energy efficiency measures to the existing building. The thermostat schedules were adjusted in BEopt to match actual set points employed by the owner. Additionally, annual miscellaneous electric load (MEL) usage was adjusted such that total noncooling/heating electricity use (lighting + appliances + MEL + exhaust fans) reflected actual annual consumption from monitoring data. Standard BEopt assumptions resulted in much higher MEL use than observed. Table 3 presents annual BEopt projected gas and electricity consumption by end use and Table 4 presents site and source energy savings. 6 Source ratios of 3.365 source Btu/kWh is used for grid electricity and 1.092 source Btu/Btu for natural gas. 7 The negative savings are due to the addition of a second bath fan.
Evaluation Methodology
General Technical Approach
Short-term tests, long-term monitoring, and modeling were all used to identify the attributes of performance, cost, and comfort related to the retrofit measures. A final homeowner assessment was performed to determine perceived comfort and value of the retrofit. Monitoring data for a full year were compiled for whole-house electric and HVAC and water heating equipment gas and electrical end use, along with indoor and outdoor temperature and relative humidity (RH). Data were compared to utility bill data to disaggregate uses and savings.
Monitoring data were carefully reviewed and analyzed in an effort to respond to research questions and to identify sources of energy savings (e.g., reduced heating and cooling load, improved equipment efficiency). At the conclusion of the monitoring period, the homeowners were surveyed to qualitatively evaluate their satisfaction and perception of comfort in the postretrofit home. An economic analysis was completed to determine the cost effectiveness and viability of incremental costs for whole-house retrofit measures. Post-retrofit energy consumption was compared relative to the pre-retrofit energy consumption using Building America House Simulation Protocol schedules.
The specific technical approach for evaluating the energy use of the post-retrofit house was to measure furnace and air conditioner energy use, total house energy use, and domestic hot water energy use. Indoor temperature and RH were recorded on the first and second floors, while outdoor temperature and RH were recorded on the north side of the house.
Measurements
The site was equipped with a DataTaker data logger, sensors, and modem to continuously collect, store, and transfer data via telephone lines. Sensors were scanned every 15 seconds, with data summed or averaged, as appropriate, and stored in the data logger memory every 15 minutes. Data were downloaded every 24 hours, and range checks were automatically performed to identify problems with monitoring sensors or the systems being monitored. The monitoring period lasted from mid-September 2011 to mid-September 2012.
Short-Term Tests
Short-term tests were conducted before and after the retrofit to verify air tightness of the building envelope and the duct system. Blower door tests measured envelope leakage and a duct pressurization test measured duct leakage. Table 5 lists all the measurement points that were monitored on a continuous basis. Total house electricity measured did not include the spa and workshop, which are included in the utility bills but are extraneous to the house performance.
Monitoring Points
Standard specifications for the sensor types used are listed in Table 6 . Sensor selection was based on functionality, accuracy, cost, reliability, and durability. Specific model numbers are listed as examples; similar models by other manufacturers may be used. Signal ranges for temperature sensors correspond approximately to listed spans. 
Utility Bill Disaggregation and Model Calibration
The pre-retrofit energy use was evaluated using a combination of utility bills, weather-station data and an estimate of weather-normalized water heating loads. 8 At first, the base loads were isolated by the assumption that the gas usage during the summer would be accounted for by the water heater and range only, while the electricity usage during the winter would account for the MELs and fan usage only. Any additional gas and electricity use would be assumed space heating and cooling respectively.
To separate the water heating gas usage from the gas cooking loads, the minimum gas use was applied to a curve (Figure 3) relating the change in consumption as a function of HDDs based on a method developed from prior monitoring at three homes in the Stockton climate (Berman et al. 2012) . The local weather station (Stockton Metropolitan Airport) provided the source for historical data, including HDDs and CDDs. The data from the pre-retrofit utility bills were further analyzed to determine the weathernormalized effect on the energy use. The gas usage (in therms/day) was charted against daily HDD, to characterize the variation of heating gas use on outdoor weather conditions. The curve fit provided a direct relationship to use with TMY3 data to determine weather-normalized gas usage. The gas usage was then charted against average outdoor temperatures to determine the balance point, or the temperature at which the homeowner is more inclined to call for space heating. A similar process was completed to determine the cooling balance point. The electricity usage was charted against average daily HDDs and CDDs, to determine the seasonal influence on electric loads. The curve fits acquired were then combined to develop a relationship of electricity usage based on HDDs and CDDs. The same method was applied to post-retrofit utility bills, to provide a direct comparison of the pre-and post-retrofit performance over TMY3. 
Water Heating Monthly Multiplier
Results and Discussion
Short-Term Test Results
Diagnostic testing was conducted at the start of the retrofit by DEG and GHS to verify existing conditions. At the conclusion of the retrofit, GHS retested to document post-retrofit envelope and duct leakage levels. Table 7 summarizes the short term test findings. 
System Commissioning
The contractor began the retrofit on August 9 and concluded the work on September 14, 2011. DEG commissioned the monitoring system 2 days later, September 16 and monitored through September 2012. Utility bill and modeling data were used to analyze pre-retrofit energy usage, as DEG was unable to gain access to install monitoring equipment before the construction was initiated. The electricity loads from the workshop and spa were extracted from the difference of post-retrofit monitoring and utility bill data and used in the base assumptions for the pre-retrofit period. The homeowner provided utility bills for the period of April 2009 through July 2011 (pre-retrofit), and September 2011 through September 2012 (post-retrofit).
Monitoring data were reviewed weekly to verify the integrity of the data stream, which proved valuable in aiding the commissioning process. Two weeks after commissioning of the HVAC system, the furnace shut off due to sensed exhaust flow restrictions, which required a technician visit. During the site visit, DEG noticed a continual 30-Watt draw from the air handler and determined the UV lamp was incorrectly configured and was operating continuously. The technician was able to reconfigure the UV lamp to operate only during fan operation. The UV lamp was an additional retrofit option requested by the homeowner and is not typical of most furnace installations.
By December, the homeowner noted that the furnace was running more frequently than he expected and was therefore concerned about higher gas bills. The thermostat has an adaptive recovery function that controls furnace operation so that full temperature setup is achieved by the time the thermostat schedule moves from "sleep" to "wake." The adaptive control was activating earlier than expected and was subsequently disabled. With some continual concerns over system heating operation, a DEG technician visited the site to review the system configuration and discovered a disconnected duct for a second floor register. The duct was repaired and the duct system was retested and acceptable post-retrofit leakage rate was confirmed. The cause for the disconnected duct was not identified, though it appears to have happened after the retrofit was completed, as the leakage rate was the same as was tested at the conclusion of the retrofit work.
Annual Energy Use
The monitoring system was installed on September 16, 2011 and data were captured continuously over 1 full year with little interruption other than isolated modem connection faults. The following discussion compares monitored post-retrofit data with pre-retrofit utility bill data, as well as normalization efforts to bring the pre-retrofit data in line with the post-retrofit data and also TMY3 "typical" weather conditions. The normalization process is important for a climate like Stockton's, which although characterized as hot-dry, is impacted by changing summer weather that can significantly influence annual cooling energy consumption.
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Figure 4 plots pre-retrofit (sourced from utility bills) and post-retrofit natural gas usage (monitored October 2011 through September 2012). In addition to the furnace and water heater, the only other appliance that uses natural gas was the range/cooktop, which was calculated as the difference between the post-retrofit billed and monitored usage. The range load averaged 1.5 therms/month and this value was used to update the previous estimate for the pre-retrofit case.
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The graph also shows normalized pre-retrofit gas usage based on the methodology presented in Section 3.3. During the summer months, the source of savings is entirely water heating usage, with the tankless unit estimated to save approximately 18 therms/month. 10 This effect can be further compounded in households that have higher cooling set points. 11 The original BEopt estimate of appliance + miscellaneous gas usage was 3 therms/month. Figure 5 plots site electricity usage by month and classification for the pre-and post-retrofit billing periods. Cooling energy use was minimal as evidenced by the limited variation in HVAC electricity consumption during the year. The garage/spa load represents a significant non-weather dependent base load. The garage contains a workshop that is used regularly. Combined with house non-HVAC electrical loads, monthly total MEL use varied from 534 kWh to 942 kWh/month (average of 662 kWh/month). The highest MEL usage in December and January stands out and may be attributable to higher consumption associated with the holidays (outdoor lights, more cooking, guests, etc.).
Note that the base load includes a substantial energy use contribution from the spa and the garage, which are used regularly. For the post-retrofit monitoring period these loads represented almost half of the total base load (gray series in bar chart) and 23% of total house electricity (~3,750 kWh). This end use could not be disaggregated in the pre-retrofit data and was not targeted in the retrofit work. Actual and normalized energy costs are summarized in Table 8 . The pre-retrofit utility bill data are presented in the first column, with the base case weather normalized to the post-retrofit monitoring period in the third column. Both pre-and post-retrofit energy use was also normalized to TMY3 data for Stockton to approximate a typical year. Utility costs for normalized energy use were calculated using the current Pacific Gas & Electric rate schedule as of January 2012 (PG&E 2014). These rates vary monthly, ranging from $0.87 to $1.06/therm for baseline usage and $1.16 to $1.37 for usage in excess. Under a typical year scenario (TMY3) total annual electricity use is projected to decrease by 14% (1,377 kWh/year) and natural gas use by 33% (295 therms/year). The total electricity cost savings were 32% ($636/year), and gas savings of 36% ($402/year).
Actual monthly source energy use (non-weather normalized) is presented in Figure 6 . On an annual basis the retrofit achieved 23% source energy savings with respect to the base case. Source energy usage was greatest in the winter months due to the higher heating demands. The occupants' use of natural ventilation during the summer months reduced the available savings that may have been realized with compressor cooling. The BEopt model shows approximately 112 annual hours of cooling demand for the retrofit case, down from 667 hours in the pre-retrofit case, while the post-retrofit monitoring data reported only 61 hours of cooling demand.
Pre-and post-retrofit source energy use (normalized to TMY3 data) results are presented in Figure 7 . On a normalized base, 48 MMBtu in source energy savings are projected. If the garage and spa energy is removed from total house energy, the projected savings increase to 29%. Overall, about one-third of the source energy savings was achieved by the water heater alone, saving 23,852 kBtu/year, or 5.5 kBtu/year-dollar spent. The source energy savings attributed to the envelope and HVAC upgrades was approximately 24,127 kBtu/year, or 1.02 kBtu/year-dollar spent. 
Project Economics
During the course of the monitoring period, DEG acquired pre-and post-retrofit utility bills, which were used in conjunction with the monitored data to revise the BEopt model base assumptions. The simulation reported a much higher space conditioning load, based on standard BEopt assumptions. The thermostat schedules were adjusted to match actual set points employed by the owner, yet the model still overpredicted the heating and cooling loads. The difficulties in reconciling the model with monitored performance are due in part to the DOE-2 and EnergyPlus simulation tools' difficulty in accurately modeling heat transfer through uninsulated exterior walls. The space heating energy use estimated in the model was nearly twice that observed.
The GHS standard retrofit package does not typically include HVAC replacement; however, in order to better align the savings with the retrofit measures, a pre-retrofit case with a standard HVAC replacement was simulated with BEopt. The simulation results, which overpredicted heating and cooling loads, were then adjusted using monitoring and utility bill data to obtain a better estimate of performance. This pre-retrofit case with a standard HVAC was used to determine the project economics presented in Tables 8 and 9 . The incremental total project cost was $23,756 (after incentives and excluding standard HVAC upgrade cost and asbestos abatement), which financed over 30 years at a 4.5% interest rate amounts to an annualized cost of $944/year. The projected energy savings are presented in Table  9 . The realized energy savings is based on a direct comparison of utility bills, in which the utility savings were $1,025. The weather was only slightly warmer in the winter following the retrofit and substantially warmer in the summer, therefore the weather normalized comparison of the pre-and post-retrofit utility bills resulted in even less savings than was expected. Finally, the pre-and post-retrofit usage patterns were normalized to TMY3 to determine "typical year" savings of approximately $837/year.
While the existing HVAC system needed to be replaced, the selection of a two-speed furnace and a 16 SEER air conditioner was not determined to be cost effective. BEopt models were run for a comparison of the energy impacts of selecting a minimum code-compliant furnace and condensing unit, which showed that the high efficiency unit contributes only 3% to site energy savings, or approximately 3.2 MBtu/year over the code-compliant model.
The package selected for this retrofit was one of several packages being offered by GHS to neighborhood retrofits. The measures included in the standard package (described in Section 1.1) did not include replacing the existing windows or insulating the floor. The total for the GHS standard package is $9,456 with $2,750 in incentives, making the installed cost $6,706. The annualized cost for the standard package is $266 (if financed at 30 years and 4.5%). The updated BEopt model was simulated with the standard retrofit package to provide a base from which to determine the incremental savings associated with the whole-house retrofit. The base package would have achieved about 27% of the whole-house retrofit package source energy savings, with most of the reduction in space heating costs. While neither the base package nor the retrofit was cost effective, the base package would have saved $196 of the pre-retrofit annual utility costs. The additional measures needed to quadruple the energy savings come at a cost that surpasses the benefit, most significantly the window package and water heating change. Table 10 compares the annualized cost and savings for the standard and whole-house retrofit packages. 
Homeowner Feedback
The homeowner was surveyed at the conclusion of the monitoring period to ascertain overall satisfaction and the perceived change in comfort related to retrofit measures. During the initial proposal for work, the homeowner expressed discomfort with the upstairs rooms, specifically that they were too warm in the summer. Although comparative pre-retrofit data weren't available, a temperature and humidity sensor was installed upstairs and downstairs after the retrofit to evaluate comfort. According to ASHRAE Standard 55, there exists a range of temperature and humidity at which 80% of sedentary or slightly active people would find the environment comfortable. The ranges, as shown in Figure 8 and Figure 9 , are defined by clothing level, where 1 clo is equivalent to a winter business suit, and 0.5 clo is equivalent to short sleeves and trousers, representing summer comfort.
Throughout the heating season (from the middle of October to the middle of April), 95% of the time the first floor is within the acceptable range; less than 1% of the time temperatures were lower than the comfort range. The second floor is often warmer than the comfort range due to thermal stratification and the fact that the thermostat is located on the first floor. In the summer (Figure 8 ) nearly half the time the temperatures exceeded standard comfort levels; however, the homeowner considers the home to be more comfortable, and set the thermostat to a higher set point, than prior to the retrofit. Overall the difference in the first and second floor temperatures during the summer months was less than 2°F. Specific questions to the homeowner were targeted to determine any pre-/post-retrofit behavioral changes, including occupancy, water heating usage patterns, and thermostat settings. No occupancy pattern changes between the pre-retrofit and post-retrofit periods were noted. Questions were posed to determine any sensitivities with respect to water heating time lag, flow sensitivity, and cold-water sandwich behaviors that are commonly experienced with tankless water heaters and known to affect usage. The homeowners had a recirculation pump installed to minimize the wait times normally experienced when tankless units are installed in large branch distribution systems. Overall the homeowners reported no significant behavioral influences that would affect energy consumption. The homeowners did note that they were less inclined to adjust the thermostat set points after the retrofit, an indicator that the house remains more comfortable. The full homeowner survey report is included in the Appendix.
1. Are there measured savings and homeowner comfort benefits resulting from whole-house retrofits that may motivate homeowners to invest more in whole-house retrofits as opposed to more standard? Overall the whole-house retrofit package implemented at the Stockton, California, site demonstrated 23% source energy savings with respect to the prior year's TMY3 normalized utility bills. The energy savings were largely due to projected water heating savings, as well as reductions in heating energy use due to load impacts from envelope and duct sealing, increased ceiling and floor insulation, and improved furnace efficiencies. Cooling savings were minimal due to a combination of it being in a moderate climate and the occupants having fairly low cooling demands.
The preliminary BEopt model projected 47% source energy savings; however, it overestimated the heating and cooling loads in comparison with what was experienced, likely due to how the software handles uninsulated exterior and transitional walls. The BEopt model was adjusted using monitored data and reported thermostat schedules to determine the proportion of savings attributed to the whole-house retrofit package over the base package. The base package is estimated to have achieved 8% source energy savings (normalized to TMY3) over prior year utility bills ($196 projected annual utility bill savings). The whole-house retrofit package is projected to save an additional 15% in source energy savings with a corresponding savings in utility bills of an additional $641/year.
The financed annualized cost of the whole-house retrofit ($944) exceeded the projected energy savings ($837). This was largely due to the inclusion of an expensive window upgrade (~$11,000) and an expensive tankless water heater retrofit ($4,400). The standard package was also not cost effective, with an annualized cost of $266 and a projected utility savings of $196/year. The window upgrade improved occupant comfort and increased the perceived value of the house, both of which were desired by the homeowner. However, from a cost effectiveness perspective, window retrofits are very hard to justify through energy savings in mild climates such as Stockton's. With whole-house retrofits in many climates, the homeowner will need to make value assessments about which measures to add beyond a basic package that will increase overall performance, although the economic justification may not be strong.
Overall savings were much lower than projected in the original BEopt model for a variety of reasons. Cooling energy use and the resulting savings were much lower than projected. In addition miscellaneous electrical consumption (house loads, garage, and spa) amounted to ~7,000 kWh/year. This report highlights the complexities of achieving energy savings on projects where miscellaneous end uses represent nearly half of the household source energy use and opportunities to reduce those loads are not addressed.
2. What energy upgrade strategies are most effective (in terms of cost and energy savings) in whole-house retrofit projects? Whole-house retrofits combine a standard package of measures that represent the most costeffective options, with additional measures that balance the desires and budget of the homeowner, site constraints, and the recommendations of the participating building performance contractor. For each individual project, this can be an imprecise process which brings less costeffective measures into play to satisfy homeowner preferences and project constraints. In the case of the Stockton house, the Standard Package of measures was found to reduce pre-retrofit source energy consumption by 8% while the annualized cost was slightly higher than the savings. The whole-house retrofit, which included new windows ($11,000) and a tankless water heater retrofit ($4,400), resulted in a 15 percentage point increase in savings (from 8% to 23%) relative to the standard package, but the annualized homeowner cash flow decreased from a negative $70/year, to $107 a year. Neither windows nor a gas tankless water heater retrofit are considered cost-effective retrofit measures in relatively mild climates 14 and low occupant loads as seen with this retrofit. The moderate summer climate and high cooling set points utilized in the house also minimized the expected cooling energy savings associated with the high SEER equipment.
The variability in impacts for a whole-house retrofit package is highly dependent on the selected measures, the climate, the characteristics of the house, and how the occupant interacts with the house. In most cases, the occupant will influence the selection of measures based on areas of concern, aesthetic desires, and budget constraints. For a whole-house retrofit to be successful, it should both make measurable reductions in energy use and be cost effective. In the case of the Stockton project the selected whole-house retrofit measures improved the annual savings, but did not improve the overall package cost effectiveness.
